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Steven L. Beshear Frankfort, Kentucky 40622 Michael W. Hancock, P.E.
Governor www.transportation.ky.gov/ Secretary

November 13, 2014

CALL NO. 109
CONTRACT. ID NO. 141288
ADDENDUM # 3

Subject: Henderson County, STPM 5061 (005)
Letting November 21, 2014

(1)Revised - Plan Sheet - U36
(2) Added — Waterline Relocation - Pages 1-38 of 38
(3)Revised - Bid Items - Pages 109-111 of 111

Proposal revisions are available at http://transportation.ky.gov/Construction-
Procurement/.

Plan revisions are available at http://www.lynnimaging.com/kytransportation/.

If you have any questions, please contact us at 502-564-3500.
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GENERAL SUMMARY _

ITEM
CODE ITEM UNIT

 _TOTAL |

SHEET NO. Ul
SHEET NO. U2
SHEET NO. U3
SHEET NO. U4
SHEET NO. U5
SHEET NO. U6
SHEET NO. U7

2008INN | TIE INTO EXISTING 8" WATERMAIN EA
20552NC | 8'x8" TEE EA
20054NN| 8" DIMJ 11 1/4 DEG. BEND EA
03563 | 8" DIMJ 45 DEG. BEND EA
20054NN| 8" DIMJ 90 DEG. BEND EA
03443 | CUT-CAP AND BLOCK - 8 IN EA
23443EC | 8" DIMJ GATE VALVE EA
23310EC | VALVE BOX BASE EA
23129ND | VALVE BOX SECTION EA
23363EC | LEAK DETECTOR METER EA
24483ED | METER / VALVE BOX EA
21819NN FITTINGS (8" PVC TO 10" HDPE TRANSITION FITTING) EA
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HENDERSON COUNTY
STPM 5061 (005)

. Buried service gate valves shall be installed in a vertical position with valve box as detailed on
the Drawings. They shall be set vertically and properly adjusted so that the cover will be in the
same plane as the finished surface of the ground or street,

G. Valves shall be those manufactured by Mueller, M & H Valve Company, American or approved
equivalent.

2.2 TAPPING VALVES

A, All tapping valves shall be of the resilient seat, gate valve type in accordance with the latest
revision of AWWA C509 Standard. The valve body, bonnet and gate castings shall be cast iron.
The valve shall have a non-rising stem (NRS), fully broenze mounted with o-ring seals. Valve
body and bonnet, inside and out, shall be fully coated with fusion bonded epoxy coating in
accordance with AWWA C550 Standard. Valves shall have a rated working pressure of 200 psi.

B.  Vatve shall be furnished with ANSI B16.1 flanged end with centering ring on tapping side.
Qutlet side shall be mechanical joint, All valves through 12 inches shall mate all sleeves
through 12-inch cutlet regardless of manufacturer,

C.  All cast iron shall conform to ASTM A126, Class B. Castings shall be clean and sound without
defects that will impair their service. No plugging or welding of such defects will be allowed.
Bolts shall be electric-zine plated steel with hex heads and hex nuts in accordance with ASTM
A-307 and A-563.

D. Stems shall be manganese bronze having a minimum tensile strength of 60,000 psi, a minimum
yield of 20,000 psi. NRS stem collars shall be cast integral with them and machined to size.
The housing for the valve stem collar shall be machined. All thrust bearing shall be incorporated
as required, to optimize operating torques. NRS valves shall be furnished with two (2) o-ring
stem seals located above the thrust collar and one (1)} below. O-rings shall be set in grooves in
the stem. The o-ring grooves shall not be less than the root diameter of the stem threads.

Gates for valve shall be totally encapsulated in rubber, be field replaceable, and provide a dual
seal on the mating body seat. Valve shall be capable of installation in any position with rated
sealing in both directions. Rubber sets of specially compounded SBR materials shall be utilized
and be capable of sealing even under conditions of normal wear, The valve body shall have
integral guide engaging lugs in the gate in a tongue-and-groove manner, supporting the gate
throughout the entire open/close travel.

e

e

Tapping valves shall be capable of making taps by using a cutter not kess than 1/4-inch smaller
than nominal pipe size.

G.  All tapping valves shall have the name or monogram of the manufacturer, the year the valve
casting was made, the size of the valve, and the working pressure cast on the body of the valve.

=

Tapping vaives shall be provided with a 2-inch square operating nut and shall be opened by
turning to the left counterclockwise),
I. Tapping valves shall be installed in a vertical position with valve box as detailed on the

Drawings. They shall be set vertically and properly adjusted so that the cover will be in the
same plane as the finished surface of the ground or street.

1. Valves shall be those manufactured by Mueller, M & H Valve Company, American or approved
equivalent.

2.3 TAPPING SLEEVES

A. Tapping sleeves shall be cast iron and capable of containing pressure within the full volume of
the sleeve. Sleeve shall be mechanical joint suitable for use with ductile iron or PVC pipe.

B. Sleeve shall be rated at 200 psi working pressure through 12-inch size and 150 psi for sleeves
14-inch through 24-inch,

CONOGE3490/010814 KY 351 Water Line Relocation— Henderson, Kentucky
Henderson County Water District
WATER VALVIES AND GATES
02040 -2
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HENDERSON COUNTY
STPM 5061 (005)

REVISED: 11-13-14
Contract ID: 141288
Page 109 of 111

PROPOSAL BID ITEMS

141288
Page 1 of 3
Report Date 11/13/14
Section: 0001 - PAVING
LINE BID CODE ALT DESCRIPTION QUANTITY  UNIT UNIT PRIC FP AMOUNT
0010 00001 DGA BASE 442.00 TON $
0020 00080 CRUSHED AGGREGATE SIZE NO 23 8,287.00 TON $
0030 00100 ASPHALT SEAL AGGREGATE 7.00 TON $
0040 00103 ASPHALT SEAL COAT .85 TON $
0050 00190 LEVELING & WEDGING PG64-22 242.00 TON $
0060 00212 CL2 ASPH BASE 1.00D PG64-22 4,820.00 TON $
0070 00339 CL3 ASPH SURF 0.38D PG64-22 685.00 TON $
0080 02676 MOBILIZATION FOR MILL & TEXT 1.00 LS $
Section: 0002 - ROADWAY
LINE BID CODE ALT DESCRIPTION QUANTITY  UNIT UNIT PRIC FP AMOUNT
0090 00071 CRUSHED AGGREGATE SIZE NO 57 14.00 TON $
0100 00078 CRUSHED AGGREGATE SIZE NO 2 39.00 TON $
0110 01000 PERFORATED PIPE-4 IN 80.00 LF $
0120 01010 NON-PERFORATED PIPE-4 IN 20.00 LF $
0130 01310 REMOVE PIPE 33.00 LF $
0140 01897 ASPHALT WEDGE CURB 100.00 LF $
DELINEATOR FOR GUARDRAIL MONO
0150 01982 DIRECTIONAL WHITE 20.00 EACH $
0160 02014 BARRICADE-TYPE llI 4.00 EACH $
0170 02091 REMOVE PAVEMENT 5,867.00 SQYD $
0180 02200 ROADWAY EXCAVATION 25,148.00 CUYD $
0190 02223 GRANULAR EMBANKMENT 742.00 CUYD $
0200 02242 WATER 5.00 MGAL $
0210 02351 GUARDRAIL-STEEL W BEAM-S FACE 655.00 LF $
GUARDRAIL CONNECTOR TO BRIDGE END
0220 02363 TYA 4.00 EACH $
0230 02364 GUARDRAIL TERMINAL SECTION NO 2 2.00 EACH $
0240 02391 GUARDRAIL END TREATMENT TYPE 4A 4.00 EACH $
0250 02429 RIGHT-OF-WAY MONUMENT TYPE 1 34.00 EACH $
0260 02432 WITNESS POST 4.00 EACH $
0270 02483 CHANNEL LINING CLASS I 145.00 TON $
CLEARING AND GRUBBING
0280 02545 (APPROXIMATELY 1 ACRE) 1.00 LS $
0290 02555 CONCRETE-CLASS B 172.00 CUYD $
0300 02562 TEMPORARY SIGNS 400.00 SQFT $
0310 02585 EDGE KEY 74.00 LF $
0320 02599 FABRIC-GEOTEXTILE TYPE IV 445.00 SQYD $
0330 02600 FABRIC GEOTEXTILE TY IV FOR PIPE 65.00 SQYD $ $130.00
0340 02650 MAINTAIN & CONTROL TRAFFIC 1.00 LS $
0350 02671 PORTABLE CHANGEABLE MESSAGE SIGN 2.00 EACH $
0360 02701 TEMP SILT FENCE 260.00 LF $
0370 02703 SILT TRAP TYPE A 2.00 EACH $
0380 02704 SILT TRAP TYPE B 83.00 EACH $
0390 02705 SILT TRAP TYPE C 6.00 EACH $
0400 02706 CLEAN SILT TRAP TYPE A 2.00 EACH $



HENDERSON COUNTY
STPM 5061 (005)

141288

LINE
0410
0420
0430
0440
0450
0460
0470
0480
0490
0500
0510
0520
0530
0540
0550
0560
0570
0580

BID CODE
02707
02708
02709
02726
02731
02775
05950
05952
05966
05985
06514
10020NS
10030NS
20314ED
21289ED
23131ER701
23174ED
23274EN11F

PROPOSAL BID ITEMS

Report Date 11/13/14
ALT DESCRIPTION

CLEAN SILT TRAP TYPE B
CLEAN SILT TRAP TYPE C
CLEAN TEMP SILT FENCE
STAKING

REMOVE STRUCTURE

ARROW PANEL

EROSION CONTROL BLANKET
TEMP MULCH

TOPDRESSING FERTILIZER
SEEDING AND PROTECTION
PAVE STRIPING-PERM PAINT-4 IN
FUEL ADJUSTMENT

ASPHALT ADJUSTMENT

MILLED RUMBLE STRIPS
LONGITUDINAL EDGE KEY
PIPELINE VIDEO INSPECTION
PERFORATED PIPE HEADWALL-INSTALL
TURF REINFORCEMENT MAT 1

Section: 0003 - DRAINAGE

LINE
0590
0600
0610
0620
0630

BID CODE
00440
00452
00492
00499
01209

ALT DESCRIPTION

ENTRANCE PIPE-15 IN

ENTRANCE PIPE-24 IN EQUIV

CULVERT PIPE-24 IN EQUIV

CULVERT PIPE-48 IN EQUIV

PIPE CULVERT HEADWALL-24 IN EQUIV

QUANTITY
166.00
6.00
520.00
1.00
1.00
2.00
3,704.00
14,349.00
.75
3,739.00
13,040.00
9,387.00
10,192.00
6,420.00
1,790.00
45.00
2.00
6,769.00

QUANTITY
23.00
235.00
45.00
30.00
2.00

UNIT UNIT PRIC

EACH
EACH
LF
LS
LS
EACH
SQYD
SQYD
TON
SQYD
LF
DOLL
DOLL
LF
LF
LF
EACH
SQYD

UNIT UNIT PRIC

LF
LF
LF
LF
EACH

Section: 0004 - BRIDGE - DRAINAGE DITCH STA. 3 + 41.50 (DWG. 27017)

LINE
0640
0650
0660
0670
0680
0690
0700
0710
0720
0730
0740
0750
0760

BID CODE
02231
02483
02998
03299
08033
08046
08094
08100
08104
08150
08151
21532ED
23813EC

ALT DESCRIPTION

STRUCTURE GRANULAR BACKFILL
CHANNEL LINING CLASS I
MASONRY COATING

ARMORED EDGE FOR CONCRETE
TEST PILES

PILES-STEEL HP12X53

PILE POINTS-12 IN
CONCRETE-CLASS A
CONCRETE-CLASS AA

STEEL REINFORCEMENT

STEEL REINFORCEMENT-EPOXY COATED
RAIL SYSTEM TYPE Il

DECK DRAIN

QUANTITY
276.00
180.00
188.00

64.00
58.00
689.00
28.00
128.40
75.30
11,008.00
13,785.00
60.00
2.00

UNIT UNIT PRIC

CuUYD
TON
SQYD
LF
LF
LF
EACH
CuUYD
CuUYD
LB
LB
LF
EACH

Section: 0005 - BRIDGE - 5’ X 2' BOX CULVERT 14 + 30.00 (DWG 27167)

REVISED: 11-13-14
Contract ID: 141288

Page 110 of 111

Page 2 of 3
FP AMOUNT
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$
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$
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HENDERSON COUNTY
STPM 5061 (005)

141288

LINE
0770
0780
0790

0800

BID CODE
08003
08100
08150

08160

PROPOSAL BID ITEMS

Report Date 11/13/14
ALT DESCRIPTION

FOUNDATION PREPARATION
CONCRETE-CLASS A
STEEL REINFORCEMENT

STRUCTURAL STEEL
(APPROXIMATELY 1,926 LBS)

QUANTITY
1.00
43.20
4,149.00

1.00

Section: 0006 - WATERLINE - ADDED 11-13-14 ADDENDUM 3

LINE

0810

0820
0830

0840

0850

0860

0870

0880

0890

0900
0910

0920

0930

0940

0950

0960

0970

0980

0990

BID CODE

03360

03387
03430

03443

03563

20054NN

20054NN

20081NN

20169EC

20329EC
20552NC

21819NN

22668EN

23129ND

23310EC

23363EC

23443EC

24483ED

24600EC

ALT DESCRIPTION

COPPER PIPE-3/4 IN
(TYPE K 3/4)

PVC PIPE-8 IN
(SDR 21)

INSTALL WATER METER

CUT CAP & BLOCK
(8 INCH)

BEND 45 DEG 8 IN
(DIMJ)

BEND & BLOCK
(8 INCH DIMJ 11/1/4 DEG. BEND)

BEND & BLOCK
(8 INCH DIMJ 90 DEG BEND)

CONNECT TO WATER MAIN
(8 INCH, EXISTING)

RECONNECT METER
(WATER)

INSTALL FIRE HYDRANT
(PROVIDED BY HCWD)

TEE AND BLOCK 8INX8INXS8IN
FITTINGS

(8 INCH PVC TO 10 INCH HDPE TRANSITION)

DIRECTIONAL BORE
(10 INCH HDPE (DR 9))

VALVE BOX AND LID
(SECTION)

VALVE BOX

(BASE)

LEAK DETECTION ASSEMBLY
(METER)

RESILIENT SEATED GATE VALVE-8 IN
(DIMY)

METER AND BOX

(VALVE)

SOLID SLEEVE
(TRANSITION TO 8 INCH AC PIPE)

Section: 0007 - DEMOBILIZATION &/OR MOBILIZATION

LINE
1000

BID CODE
02569

ALT DESCRIPTION
DEMOBILIZATION

QUANTITY

293.00

33,440.00
1.00

2.00

2.00

3.00

3.00

2.00

2.00

4.00
1.00

2.00

100.00

5.00

5.00

1.00

5.00

1.00

2.00

QUANTITY
1.00

REVISED: 11-13-14
Contract ID: 141288
Page 111 of 111

Page 3 of 3

UNIT UNIT PRIC FP AMOUNT

LS $
cuYD $
LB $
LS $

UNIT UNIT PRIC FP AMOUNT

LF $

LF $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $

LF $
EACH $
EACH $
EACH $
EACH $
EACH $
EACH $

UNIT UNIT PRIC FP AMOUNT
LS $
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